
CORRIGENDUM/ADDENDUM- 1 

 

NIQ No.: WAP/ENVT/CSEZ/H-3082/2022-23/39 Dated   27.02.2023 

Name of Work: Power distribution in CSEZ- Replacement of deteriorated ACB (Air Circuit breaker) 1250 

A, 4 Pole MDO 415 V,50 KA and accessories at Plot. No. 30, CSEZ, Kakkanad 

 

 

Sl.  
No 

Pg. No. As per Uploaded tender  
document 

Revised as follows 

1 Pg. No. 8 Before submission of bid, the 
Bidder are required to visit the 
site and confirm the  
specification, requirements and 
dimension of the existing vacuum 
bottle for Siemens make,  
type 4AH0-104-2 circuit breaker to 
be erected. The vacuum bottle for 
Siemens make shall  
exactly meet the dimensional and 
other requirements with the 
existing pole structures to  
avoid any technical complications. 
The same shall be included in the 
scope of supplier 

• Before submission of bid, the 
Bidder are required to visit the site 
and confirm the specification, 
requirements and dimension of 
existing MSB panel. The ACB 1250 A, 4 
Pole MDO shall exactly meet the 
dimensional and other requirements 
with the existing pole structures to 
avoid any technical complications. The 
same shall be included in the scope of 
supplier. 

 

 

 

Sd/- 

General Manager (SEZ)  

WAPCOS Limited 


